
Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-32. 401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/21/2014 0752
Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 63.3 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1502 1.0Lead 76.0 9 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1502 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-3401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 04/21/2014 0545

Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 127 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/2912014 1554 1.0
Lead 36.6 9 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1554 1.0

EnvlroTest Laboratories, Inc.
Page 6 of 53 05/02/2014
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Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown. NY 10591

Client Sample 10:

METALS
Copper
Lead

I'IviroTest Laboratories, Inc.

Result/Qualifier Unit RL

Job Number: 420·77075·1
Lab Sample Id: 420·77075·4
Client Matrix: Drinking Water
Date Sampled: 04/21/2014 0500
Date Received: 04/24/2014 1530

Method Date Prepared Date Analyzed Dilution

200.8 04/28/2014 1159 04/29/2014 1557 1.0
200.8 04/28/2014 1159 04/29/2014 1557 1.0

MOL

137
18.6 9

ug/L
ug/L

1.00
1.00

1.00
1.00

Page 7 of 53
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Mr. Steve G Cowles Job Number: 420-77193-1
Village of Tarrytown

Lab Sample Id: 420-77193-2401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 04/25/2014 0600

Date Received: 04/29/2014 1530

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 390 ug/L 10.0 10.0 200.8 04/30/2014 1649 05/02/2014 1427 1.0
Lead 14.8 ug/L 1.00 1.00 200.8 04/30/2014 1649 05/02/2014 1427 1.0

EnviroTest Laboratories, Inc.

Page 6 of 13 05/06/2014
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Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY10591

Client Sample 10:

METALS
Copper
Lead

EnvlroTest Laboratories, Inc.

Result/Qualifier Unit RL MOL Method

167
6.78

1.00
1.00

1.00
1.00

uglL
uglL

200.8
200.8

Page 5 of 53

Job Number:

Lab Sample Id:
Client Matrix:

Date Sampled:
Date Received:

Date Prepared

04/28/2014 1159
04/28/2014 1159

420-77075-1
420-77075-2
Drinking Water
04/21/2014 0650
04/24/2014 1530

Date Analyzed Dilution

04/29/2014 1550 1.0
04/29/2014 1550 1.0
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Mr. Steve G Cowles

Job Number: 420-77193-1

Village of Tarrytown

Lab Sample Id: 420-77193-4

401 Neperan Road
Shafl10

Client Matrix: Drinking Water

Tarrytown. NY 10591

Date Sampled: 04/26/2014 1400

Date Received: 04/2912014 1530

Client Sample 10:
Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 150 ug/L 10.0 10.0 200.8 04/30/2014 1649 05/02/2014 1457 1.0

Lead
4.02 ug/L 1.00 1.00 200.8 04/30/2014 1649 05/02/2014 1457 1.0

EnviroTest Laboratories, Inc.
05/06/2014
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Mr. Steve G Cowles
Job Number: 420-78798-1Village of Tarrytown
Lab Sample ld: 420-78798-1401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591 Date Sampled: 06/11/2014 2100

Date Received: 06/12/2014 1530
Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 250 ug/L 10.0 10.0 200.8 06/13/2014 1056 06/13/2014 1612 1.0Lead 3.98 uglL 1.00 1.00 200.8 06/13/2014 1056 06/13/2014 1612 1.0

Page 4 of 9
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-39401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 04/22/2014 0630

Date Received: 04/24/20.14 1530

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 153 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1526 1.0
Lead 3.89 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1526 1.0

EnviroTest Laboratories, Inc.
Page 42 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-78901-1Village of Tarrytown
Lab Sample Id: 420-78901-1401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 06/13/2014 0700

Date Received: 06/17/2014 1500
Client Sample 10:

ResulVaualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 354 ug/L 10.0 10.0 200.8 06/18/2014 1225 06/20/2014 2014 1.0Lead 3.06 ug/L 1.00 1.00 200.8 06/18/2014 1225 06/20/2014 2014 1.0

EnviroTest Laboratories, Inc.

Page 4 of 6
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-41
401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 04/23/2014 0700

Date Received: 04/24/2014 1530

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 32.5 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1554 1.0
Lead 2.57 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1554 1.0

EnviroTest laboratories, Inc.
Page 44 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77584-1
Village of Tarrytown . Lab Sample Id: 420-77584-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 05/06/2014 0400

Date Received: 05/08/2014 1550

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 220 ug/L 10.0 10.0 200.8 05/09/2014 1433 05/09/2014 1811 1.0
Lead 2.50 ug/L 1.00 1.00 200.8 05/09/2014 1433 05/09/2014 1811 1.0

:nvlroTest Laboratories, Inc.
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Mr. Steve G Cowles
Job Number: 420-77193-1Village of Tarrytown
Lab Sample Id: 420-77193-6401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/29/2014 0600
Date Received: 04/29/2014 1530

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution
METALS
Copper 308 ug/L 10.0 10.0 200.8 04/30/2014 1649 05/02/2014 1504 1.0Lead 2.25 ug/L 1.00 1.00 200.8 04/30/2014 1649 05/02/2014 1504 1.0

EnvlroTest laboratories, Inc.

Page 10 of 13 05/06/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-7401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 04/21/2014,0646

Date Received: 04/24/2014 1530

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 272 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1608 1.0
Lead 1.90 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1608 1.0

EnviroTest Laboratories, Inc.
Page 10 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-5401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 04/21/2014 0630

Date Received: 04/24/2014 1530
Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 203 uglL 1.00 1.00 200.8· 04/28/2014 1159 04/29/2014 1601 1.0Lead 1.75 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1601 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles
Job Number: 420-77075-1Village ofTarrytown
Lab Sample Id: 420-77075-44401 Neperan Road
Client Matrix: Drinking WaterShafl10

Tarrytown, NY 10591 Date Sampled: 04/23/2014 0845
Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 585 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1604 1.0
Lead 1.65 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1604 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-78798-1
Village of Tarrytown Lab Sample Id: 420-78798-2
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 06/11/2014 1430

Date Received: 06/12/2014 1530

Client Sample ID:

ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper

\
323 ug/L 10.0 10.0 200.8 06/13/2014 1056 06/13/2014 1615 1.0

Lead 1.58 ug/L 1.00 1.00 200.8 06/13/2014 1056 06/13/2014 1615 1.0

:nviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample ld: 420-77075-43
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 04/24/2014 0650
Tarrytown, NY 10591

Dale Received: 04/24/2014 1530

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 74.4 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1601 1.0

Lead 1.44 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1601 1.0

EnvlroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-10
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 04/22/2014 0630Tarrytown, NY 10591
Date Received: 04/24/2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 207 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1628 1.0
Lead 1.38 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1628 1.0

Page 13 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77712-1
Village of Tarrytown Lab Sample Id: 420-77712-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Dale Sampled: 05/12/2014 0650

Date Received: 05/13/2014 1500

Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 164 uglL 10.0 10.0 200.8 05/14/2014 1609 05/16/2014 1814 1.0

Lead 1.28 ug/L 1.00 1.00 200.8 05/14/2014 1609 05/16/2014 1814 1.0

nt
\

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77075-1

Village of Tarrytown Lab Sample Id: 420-77075-33

401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 04/21/2014 0700
Tarrytown, NY 10591 Date Received: 04/24/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 167 uglL 1.00 1.00 200.8 04/28/2014 1259 04/30/2014 1505 1.0

Lead 1.16 uglL 1.00 1.00 200.8 04/28/2014 1259 04/30/2014 1505 1.0

EnviroTest Laboratories, Inc. Page 36 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-21
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 04/20/2014 1800
Tarrytown. NY 10591 Date Received: 04/24/2014 1530

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 183 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1413 1.0

Lead 1.13 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1413 1.0

EnviroTest·Laboratories, Inc.
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Mr. Steve G Cowles
Job Number: 420-77075-1

Village of Tarrytown Lab Sample Id: 420-77075-13

401 Neperan Road Client Matrix: Drinking Water

Shaft 10
Tarrytown, NY 10591

Date Sampled: 04/17/2014 0700

Date Received: 04/24/2014 1530

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 129 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1639 1.0

Lead 1.09 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1639 1.0

EnviroTest Laboratories, Inc. Page 16 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-22
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 04/20/2014 0730

Date Received: 04/24/2014 1530

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 143 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1417 1.0
Lead 1.07 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1417 1.0

EnviroTest Laboratories, Inc.
Page 25 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village ofTarrytown Lab Sample Id: 420-77075-6
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 04/21/2014 0700
Tarrytown. NY 10591

Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 255 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1604 1.0

Lead 1.05 uglL 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1604 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

Client Sample ID:

METALS
Copper
Lead

Result/Qualifier Unit RL MDL Method

Job Number:

Lab Sample Id:
Client Matrix:

Date Sampled:
Date Received:

420-77075-1
420-77075-42

Drinking Water
04/24/2014 0500
04/24/2014 1530

Date Prepared DilutionDate Analyzed

EnviroTest Laboratories, Inc.

214
<1.00

uglL
uglL

1.00
1.00

1.00
1.00

200.8
200.8
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Mr. Steve G Cowles Job Number: 420-77075-1

Village of Tarrytown Lab Sample Id: 420-77075-40

401 Neperan Road Client Matrix: Drinking Water

Shaft 10
Tarrytown. NY 10591

Date Sampled: 04/22/2014 0625

Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 190 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1540 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1540 1.0

EnviroTest Laboratories, Inc. Page 43 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-38
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 04/22/2014 0620
Tarrytown, NY 10591

Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution.
METALS
Copper 257 ug/L 1.00 1.00 200.8 04/28/2014 1159 01/30/2014 1523 1.0

Lead <1.00 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1523 1.0

EnviroTest Laboratories, Inc.
Page 41 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-37
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Date Sampled: 04/22/2014 0555Tarrytown, NY 10591
Date Received: 04/24/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 288 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1519 1.0
Lead <1.00 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1519 1.0

Page 40 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420·77075·1
Village of Tarrytown Lab Sample Id: 420·77075·36
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 04/2112014 0700

Date Received: 04/2412014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 1.11 ug1L 1.00 1.00 200.8 04128/2014 1159 0413012014 1516 1.0

Lead <1.00 ug1L 1.00 1.00 200.8 04/2812014 1159 04/30/2014 1516 1.0

EnviroTest Laboratories, Inc.
Page 39 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village ofTarrytown Lab Sample Id: 420-77075-35
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 04/2112014 0730Tarrytown. NY 10591
Date Received: 04/24/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 84.9 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1512 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1512 1.0

EnvlroTest Laboratories, Inc.
Page 38 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-34401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 04/21/2014 0700

Date Received: 04/24/2014 1530
Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution
METALS
Copper 28.6 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30(2014 1509 1.0Lead <1.00 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30(2014 1509 1.0

EnvlroTest laboratories, Inc.

Page 37 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-31
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown. NY 10591 Date Sampled: 04/21/2014 0700

Date Received: 04/24/2014 1530

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 58.9 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1458 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1458 1.0

EnviroTest Laboratories, Inc.
. Page 34 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample ld: 420-77075-30401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/21/2014 0530

Date Received: 04/24/2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 165 ugfL 1.00 1.00 200.8 04f28/2014 1159 04f30/2014 1455 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04f30/2014 1455 1.0

EnviroTest Laboratories, Inc.
Page 33 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village ofTarrytown

Lab Sample Id: 420-77075-29401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 04/21/2014 0600Tarrytown, NY 10591
Date Received: 04/24/2014 1530

Client Sample ID: - ResulVQualifier Unit RL MDL Method Dale Prepared Date Analyzed Dilution

METALS
Copper 211 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1441 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1441 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77075-1
Village ofTarrytown Lab Sample Id: 420-77075-28
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 04/21/2014 0700

•
Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 38.2 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1438 1.0

Lead <1.00 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1438 1.0

EnvlroTest Laboratories, Inc.
Page 31 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-27
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 04/21/2014 0630

Date Received: 04/24/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 57.6 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1434 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1434 1.0

EnvlroTest Laboratories, Inc.
Page 30 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-26401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 04/21/2014 0645
Date Received: 04/24/2014 1530

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 114 uglL 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1431 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1431 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-25401 Neperan Road
Client Matrix: prinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 04f21f2014 0600
Date Received: 04f24f2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 208 ug/L 1.00 1.00 200.8 04/28f2014 1159 04/30/2014 1427 1.0Lead <1.00 ug/L 1.00 1.00 200.8 04f28/2014 1159 04/30f2014 1427 1.0

EnviroTest Laboratories, Inc.

Page 28 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village ofTarrytown Lab Sample ld: 420-77075-24
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 04/21/2014 0600

Date Received: 04/24/2014 1530

Client Sample ID: - ResultlQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 25.1 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1424 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1424 1.0

EnviroTest Laboratories, Inc.
Page 27 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-23401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/21/2014 0515
Date Received: 04/24/2014 1530

Client Sample ID:

ResultlQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 137 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1420 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/30/2014 1420 1.0

EnviroTest laboratories, Inc.
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Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown. NY 10591

Client Sample ID:

METALS
Copper
Lead

EnviroTest Laboratories, Inc.

Result/Qualifier Unit RL MDL Method Dilution

27.0
<1.00

1.00
1.00

200.8
200.8

1.00
1.00

ug/L
ug/L

Page 22 of 53

Job Number:

Lab Sample Id:
Client Matrix:

Date Sampled:
Date Received:

420-77075-1
420-77075-19
Drinking Water
04/19/2014 0730
04/24/2014 1530

Date Prepared Date Analyzed

04/28/2014 1159
04/28/2014 1159

04/29/2014 1700
04/29/2014 1700

1.0
1.0

05/02/2014
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Exemption 6



Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-18401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04f19f2014 0630

- Date Received: 04f24/20 14 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 48.4 ug/L 1.00 1.00 200.8 04f28/2014 1159 04/29f2014 1656 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29f20 14 1656 1.0

EnviroTest Laboratories, Inc.
Page 21 of S3 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-17401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/18/2014 0700
Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 123 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1653 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1653 1.0

EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-16401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 04/18/2014 0600
Date Received: 04/24/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 104 uglL 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1649 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1649 1.0

EnviroTest Laboratories, Inc.

Page 19 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-14
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 04/17/2014 0515

Date Received: 04/24/2014 1530

Client Sample 10:

ResultlQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 72.0 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1642 1.U
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1642 1.0

EnviroTest Laboratories, Inc.
Page 17 of 53 05/02/2014
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Mr. Steve G Cowles
Job Number: 420-77075-1Village of Tarrytown
Lab Sample Id: 420-77075-12401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/22/2014 0700
Date Received: 04/24/2014 1530

Client Sample ID:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 118 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1635 1.0Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1635 1.0

EnviroTest Laboratories, Inc.

Page 15 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-11
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 04/22/2014 0530
Tarrytown, NY 10591

Date Received: 04/24/2014 1530

Client Sample ID: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 207 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1632 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1632 1.0

EnviroTest Laboratories, Inc.
Page 14 of 53 05/02/2014

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown Lab Sample Id: 420-77075-9
401 Neperan Road

Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591 Date Sampled: 04121/2014 0645

Date Received: 0412412014 1530

Client Sample 10: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 5.38 uglL 1.00 1.00 200.8 0412812014 1159 0412912014 1615 1.0
Lead <1.00 uglL 1.00 .1.00 200.8 04128/2014 1159 0412912014 1615 1.0

EnviroTest Laboratories, Inc.
Page 12 of 53 05/02/2014
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Mr. Steve G Cowles Job Number: 420-77075-1
Village of Tarrytown

Lab Sample Id: 420-77075-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 04/21/2014 0600
Date Received: 04/24/2014 1530

Client Sample 10: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 163 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1547 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 04/28/2014 1159 04/29/2014 1547 1.0

EnviroTest Laboratories, Inc.

Page 4 of 53 05/02/2014
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EnviroTest Laboratories, Inc.
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Mr. Steve G Cowles Job Number: 420-77193-1
Village of Tarrytown Lab Sample Id: 420-77193-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 04/24/2014 0530
Date Received: 04/29/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 38.5 ug/L 10.0 10.0 200.8 04/30/2014 1649 05/02/2014 1424 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/30/2014 1649 05/02/2014 1424 1.0

EnviroTest Laboratories, Inc.
Page 5 of 13 05/06/2014
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Mr. Steve G Cowles Job Number: 420-77193-1

Village ofTarrylown Lab Sample Id: 420-77193-3
401 Neperan Road
Shaft 10

Client Matrix: Drinking Water

Tarrytown, NY 10591
Dale Sampled: 04/25/2014 0700

Dale Received: 04/29/2014 1530

Client Sample ID:

ResulUQualifier Unit RL MDL Method Dale Prepared Date Analyzed Dilution

METALS
Copper 29.9 ug/L 10.0 10,0 200.8 04/30/2014 1649 05/02/2014 1453 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/30/2014 1649 05/02/2014 1453 1.0

EnviroTest Laboratories, Inc.
Page 7 of 13 05/06/2014
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Mr. Steve G Cowles , Job Number: 420-77193-1

Village of Tarrytown Lab Sample Id: 420-77193-5

401 Neperan Road Client Matrix: Drinking Water

Shaft 10 Date Sampled: 04/29/2014 0638

Tarrytown, NY 10591 Date Received: 04/2912014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 123 uglL 10.0 10.0 200.8 04/3012014 1649 05/0212014 1500 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 04/3012014 1649 05102/2014 1500 1.0

EnviroTest Laboratories, Inc. Page 9 of 13 05/06/2014
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Mr. Steve G Cowles
Job Number: 420-77292-1

Village of Tarrytown
Lab Sample Id: 420-77292-1

401 Neperan Road Client Matrix: Drinking Water

Shaft 10
Tarrytown, NY 10591

Date Sampled: 05/01/2014 0730

Date Received: 05/01/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 98.3 ug/L 10.0 10.0 200.8 05/05/2014 0946 05/05/2014 1647 1.0

Lead <1.00 uglL 1.00 1.00 200.8 05/05/2014 0946 05/05/2014 1647 1.0

./--------

EnviroTest Laboratories, Inc. Page 5 of 8 05/06/2014
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Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown. NY 10591

Client Sample ID:

METALS
Copper
Lead

EnviroTest laboratories, Inc.

Result/Qualifier

136
<1.00

Unit

ug/L
uglL

RL MOL Method

10.0

vj()<~ ~~~ 'as ~::-
'\ ~ \(~ ,\/0

\r

Page 6 of 9

Job Number:

lab Sample Id:
Client Matrix:

Date Sampled:
Date Received:

420-78798-1
420-78798-3
Drinking Water
06/11/2014 1345
06/12/2014 1530

Date Prepared Date Analyzed Dilution

06/13/2014 1056
06/13/2014 1056

06/13/2014 1619 1.0
06/13/2014 1619 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82678-1
Village of Tarrytown Lab Sample ld: 420-82678-9
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591

Date Sampled: 09/25/2014 0700

Date Received: 09/25/2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 356 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2319 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2319 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-9401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 09/26/2014 0510
Date Received: 09/30/2014 1400

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 367 ug/L 10.0 10.0 200.8 10103/2014 1443 10/07/2014 0514 1.0Lead 2.53 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0514 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample Id: 420-82577-1
401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown. NY 10591 Date Sampled: 09/23/2014 0900
Date Received: 09/23/2014 1545

Client Sample 10: - Result/Qualifier Unit RL MOL Method Dale Prepared Date Analyzed Dilution

METALS
Copper 371 uglL 10.0 10.0 200.8 09/24/2014 1547 09/26/2014 0234 1.0
Lead 1.20 uglL 1.00 1.00 200.8 09/24/2014 1547 09/26/2014 0234 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

Job Number:
Lab Sample Id:
Client Matrix:
Date Sampled:
Date Received:

420-82868-1
420-82868-5
Drinking Water
09/26/2014 0700
09/30/2014 1400

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper
Lead

375
1.37

uglL
ug/L

10.0
1.00

10.0
1.00

200.8
200.8

10103/2014 1443
10103/2014 1443

10107/2014 0450 1.0
10107/2014 0450 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample Id: 420-82577-3
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591

Date Sampled: 09/23/2014 0645

Date Received: 09/23/2014 1545

Client Sample ID: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

. METALS
Copper 375 ug/L 10.0 10.0 200.8 09/24/2014 1547 09/26/2014 0242 1.0

Lead 1.01 ug/L 1.00 1.00 200.8 09/24/2014 1547 09/26/2014 0242 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowtes
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/2512014 0545
Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 389 ug/L 10.0 10.0 200.8 10103/2014 1443 10/07/2014 0436 1.0Lead 5.52 ug/L 1.00 1.00 200.8 10103/2014 1443 10/0712014 0436 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-15
401 Neperan Road
Shaft 10

Client Matrix: Drinking Water

Tarrytown, NY 10591
Date Sampled: 09/29/2014 0600

•• Date Received: 09/30/2014 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 407 uglL 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0556 1.0

Lead 1.46 uglL 1.00 1.00 200.8 10103/2014 1443 10/07/2014 0556 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-14401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/29/2014 0545

Date Received: 09/30/2014 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 410 uglL 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0552 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0552 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

METALS
Copper

Lead

414

<1.00

ug/L
ug/L

10.0

1.00

10.0

1.00

Job Number: 420-82868-1

Lab Sample ld: 420-82868-7

Client Matrix: Drinking Water

Date Sampled: 09/26/2014 0600
Date Received: 09/30/2014 1400

Method Date Prepared Date Analyzed Dilution

200.8 .10/03/2014 1443 10/0712014 0507 1.0

200.8 10/03/2014 1443 10/07/2014 0507 1.0

Client Sample 10: - ResulUQualifier Unit RL MOL

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82678-1Village of Tarrytown
Lab Sample Id: 420-82678-2401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/23/2014 0700
Date Received: 09/25/2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 422 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2234 1.0Lead 2.83 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2234 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83268-1
Village of Tarrytown Lab Sample Id: 420-83268-4
401 Neperan Road
Shaft 10

Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 10/01/2014 1010

Dale Received: 10/0912014 1530

Client Sample 10: - Result/Qualifier Unit RL MOL Method Dale Prepared Dale Analyzed Dilution

METALS
Copper 423 ug/L 10.0 10.0 200.8 10/1412014 0808 10/14/2014 1408 1.0

Lead 6.20 ug/L 1.00 1.00 200.8 10/14/2014 0808 10/14/2014 1408 1.0

~.'. ."~.• -:

'-:.1':,.-1.

•
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Mr. Steve G Cowles
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-22401 Neperan Road
Client Matrix: Drinking WaterShaft 10
Date Sampled: 09/29/2014 0700Tarrytown, NY 10591

Date Received: 09/30/2014 1400

Client Sample 10: - ResulUQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 437 ug/L 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0621 1.0lead 2.55 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0621 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-85913-1
Village of Tarrytown Lab Sample Id: 420-85913-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 12121/2014 2000

Date Received: 12/2312014 1530

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Dale Analyzed Dilution

METALS
Copper 438 ug/L 10.0 10.0 200.8 12124/2014 1245 1212912014 1501 1.0

Lead 2.11 ug/L 1.00 1.00 200.8 12124/2014 1245 1212912014 1501 1.0

EnviroTest Laboratories, Inc.
Page 5 of 10
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Mr. Steve G Cowles Job Number: 420-83268-1
Village of Tarrytown

Lab Sample Id: 420-83268-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/3012014 0650

Date Received: 10/09/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 443 uglL 10,0 10,0 200,8 10114/2014 0808 10114/2014 1347 1,0
Lead 2,10 ug/L 1,00 1,00 200,8 10114/2014 0808 1011412014 1347 1.0

, . ..Envir:oT~t LaboratOrie~lnc, , ' . .' .. ' .' ,. .... . . '" '. _, . .,~.~ '~t"~'~<;>~'1I?~'!~1If#~~J;;!":"c"",,~~~,~':"'''?'~~li)rl!f,11~'~~~~~![,;,,?!;'-~~." .IIIJUdItf!f.~ ". i~~<"", ~,'C"i,,'.,
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Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample Id: 420-82577-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/23/2014 0600

Date Received: 09/23/2014 1545

Client Sample ID: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 449 ug/L 10.0 10.0 200.8 09124/2014 1547 09/26/2014 0238 1.0

Lead <;1.00 ug/L 1.00 1.00 200.8 09/24/2014 1547 09/26/2014 0238 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1Village of Tarrytown
Lab Sample Id: 420-82577-5401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 09/23/2014 0600
Date Received: 09/23/2014 1545

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 474 uglL 10.0 10.0 200.8 09/24/2014 1555 09/25/2014 2252 1.0
Lead 1.96 uglL 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2252 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-8
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/26/2014 0715

Date Received: 09/30/2014 1400

Client Sampte 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 483 ug/L 20.0 20.0 200.8 10103/2014 1443 10108/2014 1957 2.0

Lead 1.15 uglL 1.00 1.00 200.8 10103/2014 1443 10107/2014 0511 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83762-1Village of Tarrytown
Lab Sample ld: 420-83762-4401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 10/17/2014 0545

Date Received: 10/23/2014 1500

Client Sample 10: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 484 uglL 20.0 20.0 200.8 10/29/2014 1528 10/31/2014 1613 2.0
Lead 3.82 uglL 1.00 1.00 200.8 10/29/2014 1528 10/31/2014 1609 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-11
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/27/2014 0815

Date Received: 09/30/2014 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 486 uglL 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0521 1.0

Lead 1.76 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0521 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82678-1Village ofTarrytown
Lab Sample Id: 420-82678-7401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/24/2014 0600

Date Received: 09/25/2014 1530

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 495 uglL 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2312 1.0Lead 1.70 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2312 1.0

shaas02
Text Box
Exemption 6



"

Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/2612014 0630
Date Received: 09/30/2014 1400

Client Sample 10:

Result/Oualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 496 ug/L 10.0 10.0 200.8 10/03/2014 1443 10107/2014 0440 1.0

Lead <1.00 r-- ug/L 1.00 1.00 200.8 10/0312014 1443 10107/2014 0440 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83762-1Village ofTarrytown
Lab Sample Id: 420-83762-1401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 10/09/2014 0535

Date Received: 10/23/2014 1500

Client Sample 10: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 511 ug/L 20.0 20.0 200.8 10/29/2014 1528 10/31/2014 1556 2.0
Lead 1.13 uglL 1.00 1.00 200.8 10/29/2014 1528 10/31/2014 1552 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-20
401 Neperan Road
Shaft 10

Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 09/29/2014 0550

•• Date Received: 09/30/2014 1400

Client Sample ID:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 536 ug/l 20.0 20.0 200.8 10/03/2014 1443 10/08/2014 2007 2.0
Lead 1.67 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0614 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-19401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/29/2014 0630
Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 538 ug/L 20.0 20.0 200.8 10/03/2014 1443 10/08/2014 2004 2.0
Lead 2.43 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0610 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82678-1
Village of Tarrytown Lab Sample ld: 420-82678-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591 Date Sampled: 09/23/2014 0645

Date Received: 09/25/2014 1530

Client Sample ID:

ResulllQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 550 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2231 1.0

Lead 1.56 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2231 1.0

shaas02
Text Box
Exemption 6



Mr. Sieve G Cowles
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-17401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/29/2014 0500

Date Received: 09/30/2014 1400

Client Sample 10:

ResulVQualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 555 ug/L 20.0 20.0 200.8 10/03/2014 1443 1010812014 2000 2.0Lead 108 g ug/L 1.00 1.00 200.8 10/03/2014 1443 10107/2014 0603 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82678-1
Village of Tarrytown Lab Sample Id: 420-82678-4
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/24/2014 0700

Date Received: 09/25/2014 1530

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 615 ug/l 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2251 1.0
Lead 3.13 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2251 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample Id: 420-82577-6401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 09/23/2014 0530

Date Received: 09/23/2014 1545

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 755 uglL 20.0 20.0 200.8 09/24/2014 1555 09/26/2014 1719 2.0
Lead <1.00 uglL 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2256 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample Id: 420-82577-9
401 Neperan Road Client Matrix: Drinking Water
Shaft 10

Date Sampled: 09/2212014 0600Tarrytown. NY 10591
Date Received: 09/23/2014 1545

Client Sample 10: - ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 771 ug/L 20.0 20.0 200.8 09/24/2014 1555 09/26/2014 1723 2.0

Lead 4.02 ug/L 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2306 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown

Lab Sample Id: 420-82577-10401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/23/2014 0730
Date Received: 09/23/2014 1545

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 991 ug/L 50.0 50.0 200.8 09/24/2014 1555 09/26/2014 1726 5.0
Lead 5.79 ug/L 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2310 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-85913-1Village of Tarrytown
Lab Sample Id: 420-85913-3401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 12123/2014 0630
Date Received: 12123/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper <10.0 ug/L 10.0 10.0 200.8 12/24/2014 1245 1212912014 1508 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 12124/2014 1245 1212912014 1508 1.0

EnviroTest Laboratories. Inc.
Page 7 of 10

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-86038-1
Village of Tarrytown Lab Sample Id: 420-86038-1
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 12/30/2014 0630

Date Received: 12/30/2014 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper '<10.0 uglL 10.0 10.0 200.8 12/3112014 1118 12/31/2014 1311 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 12/31/2014 1118 12/31/2014 1311 1;0

EnvlroTest laboratories, Inc.
Page 4 of 7

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: ·420-85748-1

Village of Tarrytown Lab Sample Id: 420-85748-1
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 12/1212014 0600

Date Received: 12118/2014 1430

Client Sample 10:

ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 10.4 ug/L 10.0 10.0 200.8 12119/2014 1205 12128/2014 0034 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 12119/2014 1205 1212812014 0034 1.0

EnviroTest Laboratories, Inc. Page 5 of 11

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82678-1Village of Tarrytown
Lab Sample Id: 420-82678-3401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/24/2014 0700

Date Received: 09/25/2014 1530

Client Sample 10: - Result/Oualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 10.5 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2248 1.0
Lead 1.00 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2248 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83268-1
Village of Tarrytown Lab Sample Id: 420-83268-2
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 10/01/2014 0600

Date Received: 10/09/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 19.5 uglL 10.0 10.0 200.8 10/14/2014 0808 10/14/2014 1401 1.0

Lead <1.00 uglL 1.00 1.00 200.8 10/14/2014 0808 10/14/2014 1401 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82678-1
Village of Tarrytown

Lab Sample Id: 420-82678-5401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown. NY 10591 Date Sampled: 09/24/2014 0500

Date Received: 09/25/2014 1530

Client Sample ID: - ResulVQualifier Unit RL MDL Method DatePrepared Date Analyzed Dilution

METALS
Copper 38.1 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2255 1.0
Lead 3.17 uglL 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2255 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-13
401 Neperan Road .
Shaft 10

Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 09/29/2014 0700
Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 50.8 uglL 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0549 1.0

Lead 1.60 uglL 1.00 1.00 200.8 10/0312014 1443 10/07/2014 0549 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82678-1Village of Tarrytown
Lab Sample Id: 420-82678-10401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 09/25/2014 0800

Date Received: 09/25/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 64.7 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2333 1.0
Lead <1.00 uglL 1.00 1.00 200.8 09/26/2014 1346 09/29/2014 2333 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-6
401 Neperan Road Client Matrix: Drinking WaterShaft 10

. Tarrytown, NY 10591 . Date Sampled: 09/26/2014 0745
Date Received: 09/30/2014 1400

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 81.9 uglL 10.0 10.0 200.8 10103/2014 1443 10/07/2014 0504 1.0
Lead <1.00 uglL 1.00 1.00 200.8 10103/2014 1443 10/07/2014 0504 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-85748-1
Village of Tarrytown

Lab Sample Id: 420-85748-2401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 12/17/2014 0630
Date Received: 1211812014 1430

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 94.3 uglL 10.0 10.0 200.8 12119/2014 1205 12128/2014 1916 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 12119/2014 1205 12/28/2014 0038 1.0

EnvlroTest Laboratories. Inc.
Page 6 of 11

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample ld: 420-82868-21
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 09/29/2014 0700

Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 113 uglL 10.0 10.0 200.8 10/03/2014 1443 10/0712014 0617 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0617 1.0

shaas02
Text Box
Exemption 6



shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-85748-1
Village of Tanytown Lab Sample Id: 420-85748-3
401 Neperan Road Client Matrix: Drinking Water
Shafl10
Tanytown, NY 10591

Date Sampled: 12118/2014 0810

Date Received: 12118/2014 1430

Client Sample 10: - ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 124 ug/L 10.0 10.0 200.8 12/23/2014 0900 12129/2014 1409 1.0

Lead 18.7 9 ug/L 1.00 1.00 200.8 12/23/2014 0900 1212912014 1409 1.0

EnvlroTest Laboratories, Inc.
Page 7 of 11

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-85913-1Village of Tarrytown
Lab Sample Id: 420-85913-2401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 12/23/2014 0600
Date Received: 12/2312014 1530

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 126 ug/L 10.0 10.0 200.8 12/24/2014 1245 12/29/2014 1505 1.0
Lead <1.00 ug/L 1.00 1.00. 200.8 1212412014 1245 12/29/2014 1505 1.0

EnviroTest Laboratories, Inc.
Page 6 of 10

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83268-1
Village of Tarrytown Lab Sample Id: 420-83268-3
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591

Date Sampled: 10/01/2014 0530
Date Received: 10/09/2014 1530

Client Sample 10: - ResulUQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 161 ug/L 10.0 10.0 200.8 10/14/2014 0808 10/14/2014 1405 1.0

Lead 5.52 uglL 1.00 1.00 200.8 10/14/2014 0808 10/14/2014 1405 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1Village of Tarrytown
Lab Sample Id: 420-82577-7401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/23/2014 0730
Date Received: 09/23/2014 1545

Client Sample 10:

ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 177 ug/L 10.0 10.0 200.8 09/24/2014 1555 09/25/2014 2259 1.0
Lead 8.46 ug/L 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2259 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown

Lab Sample Id: 420-82868-10401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/26/2014 0630
Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 230 ug/L 10.0 10.0 200.8 10103/2014 1443 1010712014 0518 1.0
Lead 1.31 uglL 1.00 1.00 200.8 10103/2014 1443 10107/2014 0518 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowfes Job Number: 420-82577-1
Village of Tarrytown

Lab Sample ld: 420-82577-4401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/23/2014 0700

Date Received: 09/23/2014 1545

Client Sample ID: - ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 235 ug/L 10.0 10.0 200.8 09/24/2014 1547 09/26/2014 0245 1.0
Lead 1.48 ug/L 1.00 1.00 200.8 09/24/2014 1547 09/26/2014 0245 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-3
401 Neperan Road Client Matrix: Drinking Water
Shaft 10 Date Sampled: 09/2612014 0720
Tarrytown, NY 10591

Date Received: 09/30/2014 1400

Client Sample 10: - Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 236 ug/L 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0443 1.0

Lead 3.41 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0443 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82678-1Village of Tarrytown
Lab Sample Id: 420-82678-6401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 09124/2014 0500

Date Received: 09125/2014 1530
Client Sample 10: - ResulVQualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution
METALS
Copper 256 uglL 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2258 1.0Lead <1.00 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/2912014 2258 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-85748-1
Village of Tarrytown . Lab Sample Id: 420-85748-4401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 12118/2014 0810

Date Received: 12118/2014 1430

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 257 uglL 10.0 10.0 200.8 12119/2014 1205 1212812014 0041 1.0
Lead <1.00 uglL 1.00 1.00 200.8 12119/2014 1205 1212812014 0041 1.0

EnviroTest Laboratories, Inc.
Page 8 of 11

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82678-1Village of Tarrytown
Lab Sample Id: 420-82678-8401 Neperan Road
Client Matrix: Drinking WaterShaft 10

Tarrytown, NY 10591 Date Sampled: 09/24/2014 0530
Date Received: 09/25/2014 1530

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 276 ug/L 10.0 10.0 200.8 09/26/2014 1346 09/29/2014 2316 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 09/26/2014 1346 09/2912014 2316 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample Id: 420-82868-12
401 Neperan Road Client Matrix: Drinking Water
Shaft 10
Tarrytown, NY 10591 Date Sampled: 09(29(2014 0520

Date Received: 09/30(2014 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 304 ug/L 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0535 1.0

Lead <1.00 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0535 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Village of Tarrytown
401 Neperan Road
Shaft 10
Tarrytown, NY 10591

METALS
Copper
Lead

314
135 9

ug/L
ug/L

10.0
1.00

10.0
1.00

Job Number: 420-82868-1
Lab Sample Id: 420-82868-18
Client Matrix: Drinking Water
Date Sampled: 09/29/2014 0645
Date Received: 09/30/2014 1400

Method Date Prepared Date Analyzed Dilution

200.8 10/03/2014 1443 10107/2014 0606 1.0
200.8 10/03/2014 1443 10/07/2014 0606 1.0

Client Sample 10: - ResulUQualifier Unit RL MOL

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82868-1
Village of Tarrytown Lab Sample ld: 420-82868-23
401 Neperan ROild Client Matrix: Drinking Water
Shaft 10
Tarrytown. NY 10591 Dale Sampled: 09/30/2014 0755

Dale Received: 09/30/2014 1400

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Dale Analyzed Dilution

METALS
Copper 328 uglL 10.0 10.0 200.8 10/03/2014 1443 10/07/2014 0634 1.0

Lead 8.93 ug/L 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0634 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles
Job Number: 420-82868-1Village of Tarrytown
Lab Sample Id: 420-82868-4401 Neperan Road

Shaft 10 Client Matrix: Drinking Water
Tarrytown, NY 10591 Date Sampled: 09/26/2014 0730

Date Received: 09/30/2014 1400

Client Sample 10:

Result/Qualifier Unit RL MOL Method Date Prepared Date Analyzed Dilution

METALS
Copper 332 ug/L 10,0 10.0 200.8 10/03/2014 1443 10/07/2014 0447 1.0
Lead <1.00 uglL 1.00 1.00 200.8 10/03/2014 1443 10/07/2014 0447 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-82577-1
Village of Tarrytown Lab Sample ld: 420-82577-8
401 Neperan Road
Shaft 10 Client Matrix: Drinking Water

Tarrytown, NY 10591 Date Sampled: 09/2212014 0630

Date Received: 09/23/2014 1545

Client Sample ID: - Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 340 ug/L 10.0 10.0 200.8 09/24/2014 1555 09/25/2014 2303 1.0
Lead 3.28 uglL 1.00 1.00 200.8 09/24/2014 1555 09/25/2014 2303 1.0

shaas02
Text Box
Exemption 6



Mr. Steve G Cowles Job Number: 420-83268-1
Village of Tarrytown Lab Sample Id: 420-83268-5
401 Neperan Road

Client Matrix: Drinking WaterShaft 10
Tarrytown, NY 10591 Date Sampled: 10/02/2014 0600- Date Received: 10/09/2014 1530

Client Sample ID:

Result/Qualifier Unit RL MDL Method Date Prepared Date Analyzed Dilution

METALS
Copper 350 ug/L 10.0 10.0 200.8 10/14/2014 0808 10/14/2014 1421 1.0
Lead <1.00 ug/L 1.00 1.00 200.8 10/14/2014 0808 10/14/2014 1421 1.0

shaas02
Text Box
Exemption 6




